Masonry/concrete

Fill nominal 10mm gap using the appropriate wall or column

Holdfast acoustic and fire rated sealant to
manufacturer's specifications

10mm min.

756mm Supercrete™
Panel

Non-fire rated
foam backing rod

Fill nominal 10mm gap with the appropriate
Holdfast acoustic and fire rated sealant to
manufacturer's specifications

Supercreté Tide: A.W.S. - Type 1, 2, 3 & 4 Panel to Column Junction
Use where H < 3100mm and/or Panel Width > 300mm
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This drawing must be read in conjunction with the Supercrete Acoustic Wall Systems Design Guide




